
PER LAS VIRGENES MUNICIPAL WATER DISTRICT AND THE HEALTH DEPARTMENT STANDARDS 
THE CONTRACTOR SHALL PROVIDE IDENTIFICATION TAPE OVER ALL UNDERGROUND PIPE. 
IDENTIFICATION TAPE SHALL NOT SAY "BURIED"  

K. 

LANDSCAPE & IRRIGATION 



BUILDING SHALL BE SPRINKLERED BY CONTRACTOR; 
SPRINKLERS SUBMITTAL REQUIRED FOR REVIEW AND 
APPROVAL BY CITY 
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A. THESE RECYCLED WATER SERVICE GENERAL NOTES MUST APPEAR ON ALL ORIGINAL AND "AS-BUILT" COPIES OF
THE IRRIGATION SYSTEM PLANS.

B. FINAL APPROVAL WILL BE BASED UPON INSPECTION OF ALL WATER CONVEYANCE PIPELINES BY THIS PROGRAM
DURING CONSTRUCTION AND THE RESULTS OF A SUCCESSFUL, CROSS-CONNECTION, PRESSURE AND SEPARATION
TEST USING POTABLE WATER BETWEEN ALL ONSITE WATER SYSTEMS. (2009 TITLE 22 CODE OF REGULATION,
SECTION 60316 AND 2013 CALIFORNIA PLUMBING CODE 1620A.0(B)(2))

C. THE RECYCLED WATER SYSTEM SHALL MEET THE AMERICAN WATER WORKS ASSOCIATION"GUIDELINES TO
DISTRIBUTION OF NON-POTABLE WATER"

D. A SET OF ORIGINAL IRRIGATION SUYSTEM DESIGN DRAWINGS MUST BE SUPPLIED TO THE LAS VIRGENES WATER
DISTRICT BEFORE SYSTEM CONSTRUCTION BEGINS. THE USE OF RECYCLED WATER OR THE CONNECTION TO A
RECYCLED WATER SOURCE IS NOT ALLOWED UNTIL THIS DEPARTMENT ISSUES A FINAL APPROVAL.
A SET OF "AS-BUILT" IRRIGATION SYSTEM DRAWINGS MUST BE SUPPLIED TO THE LAS VIRGENES        WATER

DISTRICT UPON COMPLETION OF THE INSTALLATION.

E. THE LAS VIRGENES WATER DISTRICT SHALL BE NOTIFIED 48 HOURS PRIOR TO THE START OF CONSTRUCTION OR
PIPELINE INSTALLATION BY CALLING (818)251-2100, TO SCHEDULE AN INSPECTION. INSPECTIONS MUST BE MADE
BEFORE TRENCHING FOR BELOW GROUND PIPING ARE BACK-FILLED.

F. PIPE MATERIALS:

ALL ON-SITE POTABLE WATER LINES MUST BE COPPER, AND IDENTIFIED WITH A WARNING". TAPE WITH A BLUE OR
GREEN BACKGROUND AND THE WORDS: "CAUTION:POTABLE WATER LINE". (N/A),SECURED DIRECTLY TO THE PIPE AT
FIVE (5) FEET INTERVALS. SUBMIT SAMPLES FOR REVIEW AND EVALUATION. (2013 CALIFORNIA PLUMBING CODE;
CHAPTER 6M SECTION 601,2)

NON-POTABLE WATER LINES SHALL BE IDENTIFIED WITH IDENTIFICATION TAPE YELLOW BACKGROUND MARKED WITH
CONTRASTING LETTERING "CAUTION: NON-POTABLE WATER , DO NOT DRINK", SECURED DIRECTLY TO THE PIPE AT
FIVE (5) FEET INTERVALS. PLEASE SPECIFY IT IN THE CONSTRUCTION NOTES. (2012 CALIFORNIA PLUMBING CODE;
CHAPTER 6, SECTION 601.2).

ALL NEWLY CONSTRUCTED, BURIED RECYCLED WATER DISTRIBUTION PIPING, INCLUDING MAIN AND LATERAL LINES,
VALVES AND OTHER APPURTENANCES SHOULD BE COLOR EXTRUDED PURPLE PANTONE 512, AND EMBOSSED OR
INTEGRALLY STAMPED/MARKED BY THE MANUFACTURER EVERY 24 INCHES ON TWO (2) SIDES: "CAUTION: RECYCLED
WATER - DO NOT DRINK". DISTRIBUTION: PIPING AND LATERAL LINES SHALL BE MARKED EVERY 24 INCHES ON
OPPOSITE SIDES:"CAUTION: RECYCLED WATER - DO NOT DRINK".

WHEN DUE TO PREEXISTING CONDITIONS, RECYCLED AND POTABLE WATER LINES ARE OF THE SAME MATERIAL AND
COLOR, AS IN THE CASE OF SITES WHERE THE IRRIGATION SYSTEM WAS CONVERTED TO RECYCLED WATER USE,
WHEN THE POTABLE SYSTEM IS EXPANDED, COPPER WILL BE USED.

G. ALL PRESSURE MAIN LINE PIPING FROM THE RECYCLED WATER SYSTEM SHALL BE INSTALLED TO MAINTAIN A TEN
(10) FOOT MINIMUM HORIZONTAL SEPARATION FROM ALL POTABLE WATER PIPING. WHERE RECYCLED  AND POTABLE
WATER PRESSURE MIN LINE PIPING CROSSES, THE RECYCLED WATER PIPING SHALL BE INSTALLED BELOW THE
POTABLE WATER PIPING TO PROVIDE A MINIMUM VERTICAL CLEARANCE OF ONE (1) FOOT, AND SHALL BE INSTALLED
IN A PVC CLASS 200 PIPE SLEEVE THAT EXTENDS A MINIMUM OF FIVE (5) FEET ON EITHER SIDE OF THE POTABLE
WATER PIPING.

H. ALL AREAS WHERE CYCLED WATER IS USED THAT ARE ACCESSIBLE TO THE PUBLIC SHALL BE POSTED WITH
NOTIFICATION SIGNS VISIBLE TO THE PUBLIC THAT INCLUDE THE FOLLOWING WORDING "RECYCLED WATER - DO
NOT DRINK". PROVIDED SAID NOTIFICATION SIGNS AT ALL ENTRANCES TO THE SITE, PUBLIC GATHERING AREAS, BUS
STOPS, AND / OR DESIGNATED EATING AREAS. (2009 TITLE 22 C OF AR, SECTION 60310 (G)).

I. ALL ABOVE GROUND RECYCLED WATER FACILITIES (CONTROLLERS, VALVES, RISERS, HEADS, QUICK COUPLERS,
ETC.) MUST HAVE IDENTIFYING COLORS AND LABELS FOR RECYCLED WATER.

J. HOSE BIBS ARE NOT PERMITTED ON THE RECYCLED WATER IRRIGATION SYSTEM.

K. RECYCLED WATER STYLE QUICK COUPLERS SHALL BE USED ON PORTIONS OF THE RECYCLED WATER PIPING
SYSTEM, FOR EXAMPLE ACME THREADED KEY DESIGN OR EQUIVALENT, TO DIFFERENTIATE THEM FROM STANDARD
QUICK COUPLERS USED ON THE POTABLE WATER SOURCE SYSTEM. (2009 TITLE 22 C OF R, SECTION 6031(I))

L. BACKFLOW PREVENTION DEVICES SHALL NOT BE INCLUDED IN NEWLY CONSTRUCTED RECYCLED WATER SYSTEMS
UNLESS REQUESTED BY THE DISTRICT.

M. PROVIDE TEMPORARY POTABLE WATER CONNECTION, VIA AN APPROVED REDUCED PRESSURE PRINCIPLE
BACKFLOW PREVENTION DEVICE (R.p.), TO THE POINT OF CONNECTION OF THE RECYCLED WATER SYSTEM TO
PERFORM SAID TEST. ANY MODIFICATION TO THE APPROVAL PLANS SHALL NULLIFY THIS PLAN REVIEW EXCLUDING
ALL EXISTING TEMPORARY RECYCLED WATER IRRIGATION ON THE HILL SIDES.

N. BACKFLOW PREVENTION DEVICES ON PRE-EXISTING POTABLE IRRIGATION SYSTEM BEING CONVERTED TO USE
RECYCLED WATER SHALL BE REMOVED UNLESS REQUIRED BY THE DISTRICT. (N/A)

O. A REDUCED PRESSURE BACKFLOW DEVICE IS REQUIRED ON ANY AND ALL POTABLE WATER SERVICE TO PROPERTY
WHERE RECYCLED WATER IS BEING USED FOR IRRIGATION. THIS DEVICE SHALL BE TESTED UPON INSTALLATION
AND THE RESULT FORWARDED TO EITHER THE WATER DEPARTMENT OR HEALTH DEPARTMENT DEPENDING WHERE
THE BACKFLOW PREVENTION DEVICE IS INSTALLED.

P. DRINKING FOUNTAINS AND PICNIC TABLES SHOULD BE PLACED TO MINIMIZE EXPOSURE TO DIRECT AND WIND
BLOWING OF RECYCLED WATER SPRAY. (N/A)

Q. RECYCLED WATER SHALL NOT BE SPRAYED OUTSIDE OF THE DESIGN AREA.

R. RECYCLED WATER SHALL NOT BE USED TO IRRIGATE ANY ENCLOSED PRIVATE REAR YARD OR PATIO AREA.
EXCEPTIONS CAN BE MADE IN THE CASE OF RANCHETTES, WHERE SPECIAL RULES TAKE PRECEDENCE. (N/A)

S. A PHYSICAL SEPARATION (BARRIER - IE: FENCE, CONCRETE MOW STRIP, OR EQUIVALENT, AS DETERMINED BY THE
DISTRICT) IS REQUIRED BETWEEN AREAS IRRIGATED WITH RECYCLED  AND AREAS IRRIGATED WITH POTABLE
WATER.

T. COMPLIANCE WITH THESE NOTES IS REQUIRED FOR RECYCLED WATER SERVICE. THIS PROJECT SHALL BE VERIFIED
AGAINST THE APPROVED PLANS. ALL PERMITS / APPROVAL FROM THE CITY OF WESTLAKE VILLAGE BUILDING AND
SAFETY ALSO LAS VERGENES WATER DEPARTMENT SHALL BE VERIFIED.

U. NO PHYSICAL CONNECTION SHALL BE MADE OR ALLOWED TO EXIST BETWEEN ANY RECYCLED WATER SYSTEM AND
ANY SEPARATE SYSTEM CONVEYING POTABLE WATER. (2009 TITLE 22 CODE OF REGULATION, SECTION 603210 (H)).

V. LOCATE ALL ISOLATION VALVES ON BOTH POTABLE AND IRRIGATION SUPPLY LINES AND VERIFY IF NORMALLY OPEN
OR CLOSED AND ALL VALVES SHALL BE CLEARLY IDENTIFIED ON SUBMITTED PLANSE

W. THIS LETTER DOES NOT APPROVE ANY FUTURE CONSTRUCTION OF THE NON-POTABLE WATER CANNONS USED FOR
COOLING THE SYNTHETIC BALL FIELDS. ADDITIONAL PLANS MUST BE SUBMITTED TO THIS OFFICE FOR FINAL
APPROVAL OF THAT SYSTE.M.

X. CONTACT JORDI FUENTES, JOFUENTES@PH.LACOUNTY.GOV OR AT 213-305-0911 WITH QUESTIONS AND TO
SCHEDULE MEETINGS WITH CONTACTORS ONCE THE PLAN REVIEW HAS BEEN ACCEPTED
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